
0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

30' - 5 1/4" - ROOF

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

30' - 5 1/4" - ROOF

FIBER CEMENT - LAP SIDING -
COLOR (LIGHT MIST)

DRAINAGE WRAP (ASTM E2273)
OVER 1/2" CDX SHEATHING

2X WOOD STUD - (SEE 'WALL
TAG' & 'LAYER MATERIAL
SCHEDULE' FOR SIZE, SPACING,
& INSULATION)

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

12 GA METAL FLASHING - DARK

5/8" GYP. BD @ CEILING

25 GA. RESILIENT CHANNEL - 24"
O.C.

WOOD TRUSS FLOOR ASSEMBLY
- FILL CAVITY WITH BATT.
INSULATION - (UL - L521 FLOOR
ASSEMBLY)

3/4" GYP. CRETE TOPPING

1/8" SOUND MAT

HARDWOOD FLOOR

DRAINAGE WRAP (ASTM E2273)
OVER 1/2" CDX SHEATHING

5/8" GYP. BD @ CEILING

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

1" MIN. POLYISO INSULATION
OVER UNDERLAYMENT (WRAP
UP/OVER PARAPET)

TPO ROOFING MEMBRANE

4X6 TOP RAIL - EASE EDGES -
EXT. STAIN - DARK

(2) 2X4s LAGGED TOGETHER -
EXT. STAIN - DARK - 42" O.C.

MAX - SPACE EVENLY ALONG
RUN

STEEL C CHANNEL BEAM - HDG

4X6 TOP RAIL - EASE EDGES -
EXT. STAIN - DARK

2"X 4" 6 GA GALV. MESH PANEL

BREAK METAL FLASHING (DARK)
OVER 2X LEDGER

STEEL C CHANNEL BEAM - HDG

CONCRETE KNEEWALL -
ARCHITECTURAL FINISH

2"X 4" 6 GA GALV. MESH PANEL

ASPHALT SHINGLES

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

2X FRAMING - SEE STRUCT
DWGS

FIBER CEMENT - SOFFIT - COLOR
(GOLDEN LEAVES)

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

4' - 0"

1

METAL COPING - DARK

RIBBED PBD METAL PANEL W/
EXPOSED FASTENERS - COLOR
(CHARCOAL GRAY)

DRAINAGE WRAP (ASTM E2273)
OVER 1/2" CDX SHEATHING

2X WOOD STUD - (SEE 'WALL
TAG' & 'LAYER MATERIAL
SCHEDULE' FOR SIZE, SPACING,
& INSULATION)

TRAPEZOIDAL WOOD TRUSS
ROOF ASSEMBLY - FILL CAVITY
WITH BATT. INSULATION
(R-VALUE = 50)

2X WOOD STUD - (SEE 'WALL
TAG' & 'LAYER MATERIAL
SCHEDULE' FOR SIZE, SPACING,
& INSULATION)

RIBBED PBD METAL PANEL W/
EXPOSED FASTENERS - COLOR
(CHARCOAL GRAY)

WINDOW SASH/TRIM

DOUBLE HUNG WINDOWS -
BLACK EXT/INT SASH - LIMIT
BOTTOM SASH TO 4" MAX OPEN
GL - INSULATED - LOW-E

HARDWOOD FLOOR

3/4" GYP. CRETE TOPPING

1/8" SOUND MAT

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

DOUBLE HUNG WINDOWS -
BLACK EXT/INT SASH - LIMIT
BOTTOM SASH TO 4" MAX OPEN

WOOD TRUSS FLOOR ASSEMBLY
- FILL CAVITY WITH BATT.
INSULATION - (UL - L521 FLOOR
ASSEMBLY)

DRAINAGE WRAP (ASTM E2273)
OVER 1/2" CDX SHEATHING

RIBBED PBD METAL PANEL W/
EXPOSED FASTENERS - COLOR
(CHARCOAL GRAY)

25 GA. RESILIENT CHANNEL - 24"
O.C.

5/8" GYP. BD @ CEILING

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

2X WOOD STUD - (SEE 'WALL
TAG' & 'LAYER MATERIAL
SCHEDULE' FOR SIZE, SPACING,
& INSULATION)

12 GA METAL FLASHING - DARK

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

COMPOSITE DECKING

TREATED 2X LEDGER - EXT. STAIN

2X JOISTS W/ BUTYL TAPE AT TOP
EDGE

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

CONCRETE GRADE BEAM
POURED WITH CONCRETE SLAB -
SEE STRUCT DWGS

5
"

1' - 2"

CONCRETE GRADE BEAM
POURED WITH CONCRETE SLAB -
SEE STRUCT DWGS

2
' 
- 

1
 1

/1
6

"

RIBBED PBD METAL PANEL W/
EXPOSED FASTENERS - COLOR
(CHARCOAL GRAY)

DOUBLE HUNG WINDOWS -
BLACK EXT/INT SASH - LIMIT
BOTTOM SASH TO 4" MAX OPEN

GL - INSULATED - LOW-E

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

30' - 5 1/4" - ROOF

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

30' - 5 1/4" - ROOF

5/8" GYP. BD @ CEILING

25 GA. RESILIENT CHANNEL - 24"
O.C.

WOOD TRUSS FLOOR ASSEMBLY
- FILL CAVITY WITH BATT.
INSULATION - (UL - L521 FLOOR
ASSEMBLY)

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

5/8" GYP. BD @ CEILING

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

1" MIN. POLYISO INSULATION
OVER UNDERLAYMENT (WRAP
UP/OVER PARAPET)

TPO ROOFING MEMBRANE

3

TRAPEZOIDAL WOOD TRUSS
ROOF ASSEMBLY - FILL CAVITY
WITH BATT. INSULATION
(R-VALUE = 50)

2X WOOD STUD - (SEE 'WALL
TAG' & 'LAYER MATERIAL
SCHEDULE' FOR SIZE, SPACING,
& INSULATION)

AIR GAP

WOOD STRUCTURAL PANEL
(WSP) - SEE STRUCT DWGS

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

TILE

HARDWOOD FLOOR

3/4" GYP. CRETE TOPPING

1/8" SOUND MAT

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

WOOD TRUSS FLOOR ASSEMBLY
- FILL CAVITY WITH BATT.
INSULATION - (UL - L521 FLOOR
ASSEMBLY)

25 GA. RESILIENT CHANNEL - 24"
O.C.

5/8" GYP. BD @ CEILING

TILE

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

WOOD STRUCTURAL PANEL
(WSP) - SEE STRUCT DWGS

2X WOOD STUD - (SEE 'WALL
TAG' & 'LAYER MATERIAL
SCHEDULE' FOR SIZE, SPACING,
& INSULATION)

HARDWOOD FLOOR

3/4" GYP. CRETE TOPPING

1/8" SOUND MAT

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

WOOD STRUCTURAL PANEL
(WSP) - SEE STRUCT DWGS

AIR GAP

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

WOOD STRUCTURAL PANEL
(WSP) - SEE STRUCT DWGS

2X WOOD STUD - (SEE 'WALL
TAG' & 'LAYER MATERIAL
SCHEDULE' FOR SIZE, SPACING,
& INSULATION)

AIR GAP

WOOD STRUCTURAL PANEL
(WSP) - SEE STRUCT DWGS

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

TILETILE

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

2
' 
- 

6
"

CONCRETE GRADE BEAM
POURED WITH CONCRETE SLAB -
SEE STRUCT DWGS

CONCRETE GRADE BEAM
POURED WITH CONCRETE SLAB
(STAIN/SEALED)

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

30' - 5 1/4" - ROOF

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

30' - 5 1/4" - ROOF

TPO ROOFING MEMBRANE

1" MIN. POLYISO INSULATION
OVER UNDERLAYMENT (WRAP

UP/OVER PARAPET)

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

TRAPEZOIDAL WOOD TRUSS
ROOF ASSEMBLY - FILL CAVITY

WITH BATT. INSULATION
(R-VALUE = 50)

5/8" GYP. BD @ CEILING

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

RIBBED PBD METAL PANEL W/
EXPOSED FASTENERS - COLOR
(CHARCOAL GRAY)

BUILDING WRAP (ASTM 2273)
OVER FIBERGLASS MAT GYPSUM
SHEATHING

2X WOOD STUD - (SEE 'WALL
TAG' & 'LAYER MATERIAL
SCHEDULE' FOR SIZE, SPACING,
& INSULATION)

HARDWOOD FLOOR

3/4" GYP. CRETE TOPPING

1/8" SOUND MAT

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

WOOD TRUSS FLOOR ASSEMBLY
- FILL CAVITY WITH BATT.

INSULATION - (UL - L521 FLOOR
ASSEMBLY)

25 GA. RESILIENT CHANNEL - 24"
O.C.

5/8" GYP. BD @ CEILING

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

12 GA METAL FLASHING - DARK

METAL COPING - DARK

2X WOOD STUD - (SEE 'WALL
TAG' & 'LAYER MATERIAL

SCHEDULE' FOR SIZE, SPACING,
& INSULATION)

BUILDING WRAP (ASTM 2273)
OVER FIBERGLASS MAT GYPSUM

SHEATHING

2X WOOD STUD - (SEE 'WALL
TAG' & 'LAYER MATERIAL

SCHEDULE' FOR SIZE, SPACING,
& INSULATION)

BUILDING WRAP (ASTM 2273)
OVER FIBERGLASS MAT GYPSUM

SHEATHING

RIBBED PBD METAL PANEL W/
EXPOSED FASTENERS - COLOR

(CHARCOAL GRAY)

DOUBLE HUNG WINDOWS -
BLACK EXT/INT SASH - LIMIT

BOTTOM SASH TO 4" MAX OPEN

GL - INSULATED - LOW-E

WINDOW SASH/TRIM

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

RIBBED PBD METAL PANEL W/
EXPOSED FASTENERS - COLOR
(CHARCOAL GRAY)

BUILDING WRAP (ASTM 2273)
OVER FIBERGLASS MAT GYPSUM
SHEATHING

ASPHALT SHINGLES

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

FIBER CEMENT - SOFFIT - COLOR
(GOLDEN LEAVES)

BRAKE METAL FLASHING - 22GA.

2' - 0"

DOUBLE HUNG WINDOWS -
BLACK EXT/INT SASH - LIMIT
BOTTOM SASH TO 4" MAX OPEN

12 GA METAL FLASHING - DARK

GL - INSULATED - LOW-E

12 GA METAL FLASHING - DARK

DOUBLE HUNG WINDOWS -
BLACK EXT/INT SASH - LIMIT
BOTTOM SASH TO 4" MAX OPEN

HARDWOOD FLOOR

3/4" GYP. CRETE TOPPING

1/8" SOUND MAT

3/4" CDX/OSB PLYWOOD - SEE
STRUCT DWGS

WOOD TRUSS FLOOR ASSEMBLY
- FILL CAVITY WITH BATT.
INSULATION - (UL - L521 FLOOR
ASSEMBLY)

25 GA. RESILIENT CHANNEL - 24"
O.C.

5/8" GYP. BD @ CEILING

RIBBED PBD METAL PANEL W/
EXPOSED FASTENERS - COLOR
(CHARCOAL GRAY)

BUILDING WRAP (ASTM 2273)
OVER FIBERGLASS MAT GYPSUM
SHEATHING

5/8" GYP. BD OR CEMENT
BACKERBOARD ON WET WALL

DOUBLE HUNG WINDOWS -
BLACK EXT/INT SASH - LIMIT
BOTTOM SASH TO 4" MAX OPEN

WINDOW SASH/TRIM

GL - INSULATED - LOW-E

WINDOW SASH/TRIM

GL - INSULATED - LOW-E

WINDOW SASH/TRIM

DOUBLE HUNG WINDOWS -
BLACK EXT/INT SASH - LIMIT
BOTTOM SASH TO 4" MAX OPEN

BUILDING WRAP (ASTM 2273)
OVER FIBERGLASS MAT GYPSUM
SHEATHING

FIBER CEMENT - LAP SIDING -
COLOR (LIGHT MIST)

1' - 2"

5
"

CONCRETE GRADE BEAM
POURED WITH CONCRETE SLAB -
SEE STRUCT DWGS

WINDOW SASH/TRIM

DOUBLE HUNG WINDOWS -
BLACK EXT/INT SASH - LIMIT

BOTTOM SASH TO 4" MAX OPEN

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

30' - 5 1/4" - ROOF

0' - 0" - 1ST FLOOR

10' - 9 5/8" - 2ND FLOOR

21' - 5 5/8" - 3RD FLOOR

30' - 5 1/4" - ROOF

STEEL C CHANNEL BEAM - HDG

2"X 4" 6 GA GALV. MESH PANEL

4X6 TOP RAIL - EASE EDGES -
EXT. STAIN - DARK

BREAK METAL FLASHING (DARK)
OVER 2X LEDGER

STEEL C CHANNEL BEAM - HDG

COMPOSITE DECKING

4X6 TOP RAIL - EASE EDGES -
EXT. STAIN - DARK

STEEL C CHANNEL BEAM - HDG

COMPOSITE DECKING

5/8" T1-11 WOOD PANELING -
EXT. GRADE - STAIN-1 - SEE LIFE

SAFETY DRAWINGS

TAPERED RIGID INSULATION FOR
DRAINAGE

TPO ROOFING MEMBRANE

BRAKE METAL FLASHING AT
PERIMETER 2X LEDGER

CONCRETE GRADE BEAM
POURED WITH CONCRETE SLAB -

SEE STRUCT DWGS

CONCRETE KNEEWALL -
ARCHITECTURAL FINISH

8"

5
"

2X ROOF JOISTS - EXT. STAIN-1 -
SEE LIFE SAFETY DWGS
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Architect: OpeningDesign

17 S Fairchild | FL 7

Madison, WI 53703

ryan@openingdesign.com | 773.425.6456

Owner: Renovation Wranglers

102 E 26th St

Bryan, TX 77803

Katieneason@me.com | 979.450.9969

Architect of Record: LKB Architecture

2929 Allen Pkwy Suite 200

Houston, TX 77019

lisa@lkbarchitecture.com | 713.425.3076

MEP: AMC Engineers

508 E Jackson St # 552

Burnet, TX 78611

info@amcengineers.com

Structural: Dudley

6102 Imperial Loop Drive

College Station, TX 77845

(979) 777-0720

D:\Dropbox\GitLab\101_W_33rd_St\Models and CAD\101_W_33rd_St_Shell.rvt

6/2/2022 10:33:22 AM

A401WALL SECTIONS

MARCO POLO - 101 W 33RD STREET - CITY OF BRYAN TOWNSITE, BLOCK 96, LOT 3-5 & PT OF 6 & PT OF ALLEY -  BRYAN, TX 77803

---
3/4" = 1'-0"A401

5A WALL SECTION - EAST/WEST - BALCONY DECK
---

3/4" = 1'-0"A401

3A WALL SECTION - EAST/WEST2 - @ UNITS PARTITION WALL
---

3/4" = 1'-0"A401

2A BUILDING SECTION - EAST/WEST - LOOKING SOUTH - TRU WINDOWS

---
3/4" = 1'-0"A401

6A BUILDING SECTION - THRU LARGE STUDIO - LOOKING EAST - DECO RAILING

---
A503

4A

---
A503

4A

---
A503

4A

---
A503

4A ---
A503

6A

---
A503

6A

---
A504

6A

---
A504

6D
---
A504

6D

---
A504

3C

---
A502

5A

---
A502

5A
---
A502

5A

---
A504

6E

---
A504

6A

---
A503

2A

---
A503

2A

---
A505

4D

---
S3.1

6C

---
S3.1

1D
---
S3.1

1D ---
S3.0

2A

Date Description

06/02/2022 Review before Permit
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